
Project No. 10.10.0265 

ADDENDUM NO. 2 
TO THE BID DOCUMENTS FOR 

ARROWHEAD REGIONAL MEDICAL CENTER ONCOLOGY INFUSION CLINIC 

The following changes and/or additions shall be made to the plans and/or specifications. All other 
requirements of the contract documents shall remain the same. The Bidder shall acknowledge receipt 
of the addendum by inserting its number and date in the Bid Proposal. 

The modifications directed by this Addendum No. 2 are described in this page and the 
following attachments: 

1. Additional Instructions to Bidders (as indicated below) 
2. Pre-Bid RFI Responses 
3. Revised Drawings (as indicated below) 
4. Revised Specification Sections (as indicated below) 

Changes to the BID DOCUMENTS: 

Drawings: 

G001 Sheet names in List of Drawings revised to match sheets. 

A 111 Existing room names added to the corridor that is to the north of the project area, scope 
revised to indicate partial demolition of the ceiling in this corridor. 

General Note added to sheet regarding accommodations for equipment or material 
deliveries and trash removal from the project area. 

A121 Removed "NOT IN CONTRACT" from room identification tags in rooms that require 
partial ceiling demolition. 

A122 Keynote FP06 revised to indicate new gypsum board at existing framing . 

General Note regarding Owner Furnished Items added to General 

Notes. 

A123 Keynote FP06 revised to indicate new gypsum board at existing framing . 

A 131 General Note added to sheet regarding patching back of existing ceilings in corridor. 

General Note regarding Owner Furnished Items added to General Notes. 

A201 Clinical Assistant 018 Interior Elevation E added to sheet at N2/-. 
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Cabinet locks added to various elevations and Keynote EL30 added to Keynotes. 

General Note prohibiting cabinet locks at accessible sink aprons added to General Notes. 

Detail callout revised to reference correct detail. 

A202 Physician 's Office 037A, 8 , C Interior Elevations A & 8 added to sheet at N2/-. 

Cabinet locks added to various elevations and Keynote EL30 added to Keynotes . 

General Note prohibiting cabinet locks at accessible sink aprons added to General Notes. 

Elevation E6 revised to show padlock hasp at plastic laminate lockers. 

Elevation J1 revised to match floor plan . 

Various detail callouts revised to reference correct detail. 

Elevation E2/- added to sheet. 

A203 Cabinet locks added to various elevations and Keynote EL30 added to Keynotes. 

General Note prohibiting cabinet locks at accessible sink aprons added to General Notes. 

Various detail callouts revised to reference correct detail. 

A204 Cabinet locks added to elevation A 12/- and Keynote EL30 added to Keynotes. 

General Note prohibiting cabinet locks at accessible sink aprons added to General Notes. 

A605 Revised detail number. 

M111 Revised demolition scope in the existing public restrooms. 

M122 Revised ductwork. 

M 125 Added note to sheet regarding patching exterior finishes . 

Added General Note #4 referencing framing details. 

ID300 Added Note to plan regarding Window Treatments. 

ID600 Typical Toilet Room Interior Elevations revised to match Architectural drawings. 

Detail 11/- omitted from drawings. 

Reception and Nurse Station Elevations and Details revised to match Architectural. 

ID700 Revised Finish Schedule . 
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Specifications: 

TOC Various typos corrected in Table of Contents 

016500 Specification section revised to remove language referencing "Equipment Drawings, 
Schedules or Specifications" 

064100 Specification sub-section 2.3 G 6 & 7 revised to omit Keyboard Trays and 
Articulating Keyboard Supports. 

090000 Specification sub-section 1.2 B revised to indicate sink per plumbing drawings. 

Specification sub-section 1.11 B revised to include Window Treatment specifications. 

Specification sub-section 1.11 D revised to omit Metal Lockers. 

Omitted Acoustical ceiling from Specification Section 1.11 , refer to section 09 51 00. 

Additional Instructions to Bidders: 

1. The contractor will not be allowed to use the MOB elevators for equipment or material 
deliveries to , or for trash removal from , the project. For these items, the contractor will be 
allowed to remove and replace one, or two, exterior windows. The location(s) will be 
coordinated and approved by the Construction Manager and ARMC Facilities. Contractor shall 
use all due care and caution in doing the work. When the window is re-installed there shall be 
no difference in construction detail or appearance from the original condition. During 
construction , the openings shall be weather protected to prevent moisture intrusion. 

2. The contractor is to assume that the laydown area for equipment deliveries and storage will be 
adjacent to the ARMC hospital loading dock. The actual location will be coordinated with the 
Construction Manager and ARMC Facilities. Because of space constraints , the laydown area 
will be restricted . Exact size/area will be determined by the Construction Manager and ARMC 
Facilities at the time of construction . 

3. Project workers will be allowed to access the work area through the stair at the northwest 
corner of the 1 st Floor Lobby. Access will be coordinated with ARMC Facilities and Security. 

4. Workers will be allowed to park in Lot 14, at the north end of the ARMC site. 

5. All workers will be required to provide proof that they have received flu shots. 

6. All workers will be required to check in each day at the Materiels Management office for 
badging. Badges are to be turned back in at the end of the day. 

7. Any and all clouds shown on the plumbing drawings and clouds without Delta Symbol A on the 
mechanical drawings are not related to this Addendum and should be disregarded. 
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Darlynn M. issert, Depu~~e~--~ 
Real Estate Services Department, 
Project Management Division 

DMW:DS:mg 

County of San Bernardino 
Real Estate Services Department, 
Project Management Division 
385 North Arrowhead Avenue, Third Floor 
San Bernardino, CA 92415-0184 
www.sbcounty.gov/ae 

DATE: September 12, 2019 
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Savely ::: 
Healthcare Architects 

ADDENDUM NO. 02 
TO THE CONSTRUCTION DOCUMENTS BID PACKAGE 

Client: Arrowhead Regional Med ical Center 

Project: Oncology-Ambulatory Clinic 

SHA Project No.: 18242.100 

Date: September 12, 2019 

To All Plan Holders: 

The following changes, additions, and/or deletions are hereby made a part ofthe Construction Documents 
for the above noted project, fully and completely as if the same were fully contained therein . All other 
terms, conditions, and specifications of the original invitation to Bid remain unchanged . 
This amendment must be acknowledged in the space provided on the Bid Schedule. 

The Submittal Date and Time is NOT changed. It remains: September 26, 2019 @ 1:00 PM 

The modifications directed by this Addendum No.02 are described in this page and the following 
attachments: 

1. Additional instructions to Bidders (as indicated below) 
2. Pre-Bid RFI Responses 
3. Revised Drawings (as indicated below) 
4. Revised Specification Sections (as indicated below) 

CHANGES TO BID Documents 
As follows : 

Drawings: 

GOOl Sheet names in List of Drawings revised to match sheets. 

A111 Existing room names added to the corridor that is to the north of the project area, scope 
revised to indicate partial demolition of the ceiling in this corridor. 

General Note added to sheet regarding accommodations for equipment or material 
deliveries and trash removal from the project area. 

A121 Removed "NOT IN CONTRACT" from room identification tags in rooms that require partial 
ceil ing demolition. 

A122 Keynote FP06 revised to indicate new gypsum board at existing framing. 

General Note regarding Owner Furnished Items added to General Notes. 

ARCHITECTURE + PLANNING + DESIGN 
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A123 Keynote FP06 revised to indicate new gypsum board at existing framing. 

A131 General Note added to sheet regarding patching back of existing ceilings in corridor. 

General Note regarding Owner Furnished Items added to General Notes. 

A201 Clinical Assistant 018 Interior Elevation E added to sheet at N2/-. 

Cabinet locks added to various elevations and Keynote EL30 added to Keynotes. 

General Note prohibiting cabinet locks at accessible sink aprons added to General Notes. 

Detail callout revised to reference correct detail. 

A202 Physician's Office 037A, B, C Interior Elevations A & B added to sheet at N2/-. 

Cabinet locks added to various elevations and Keynote EL30 added to Keynotes. 

General Note prohibiting cabinet locks at accessible sink aprons added to General Notes. 

Elevation E6 revised to show padlock hasp at plastic laminate lockers. 

Elevation J1 revised to match floor plan. 

Various detail callouts revised to reference correct detail. 

Elevation E2/- added to sheet. 

A203 Cabinet locks added to various elevations and Keynote EL30 added to Keynotes. 

General Notes prohibiting cabinet locks at accessible sink aprons added to General Notes. 

Various detail callouts revised to reference correct detail. 

A204 Cabinet locks added to elevation A12/- and Keynote EL30 added to Keynotes. 

General Note prohibiting cabinet locks at accessible sink aprons added to General Notes. 

A 60S Revised detail number. 

Mlll Revised demolition scope in the existing public restrooms. 

M122 Revised ductwork. 

M125 Added note to sheet regarding patching exterior finishes. 

Added General Note #4 referencing framing details. 
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ID300 Added Note to plan regarding Window Treatments. 

ID600 Typical Toilet Room Interior Elevations revised to match Architectural drawings. 

Detail11/- omitted from drawings. 

Reception and Nurse Station Elevations and Details revised to match Architectural. 

ID700 Revised Finish Schedule. 

Specifications: 

TOC Various typos corrected in Table of Contents 

016500 Specification section revised to remove language referencing "Equipment Drawings, 
Schedules or Specifications" 

064100 Specification sub-section 2.3 G 6 & 7 revised to omit Keyboard Trays and Articulating 
Keyboard Supports. 

090000 Specification sub-section 1.2 B revised to indicate sink per plumbing drawings. 

Specification sub-section 1.11 B revised to include Window Treatment specifications. 

Specification sub-section 1.11 D revised to omit Metal lockers. 

Additional Instructions to Bidders: 
1. The contractor will not be allowed to use the MOB elevators for equipment or material 

deliveries to, or for trash removal from, the project. For these items, the contractor will be 
allowed to remove and replace one, or two, exterior windows. The location(s) will be 
coordinated and approved by the Construction Manager and ARMC Facilities. Contractor shall 
use all due care and caution in doing the work. When the window is re-installed there shall be 
no difference in construction detail or appearance from the original condition . During 
construction, the open ings shall be weather protected to prevent moisture intrusion. 

2. The contractor is to assume that the laydown area for equipment deliveries and storage will be 
located in close proximity to the ARMC hospital loading dock. The actual location will be 
coordinated with the Construction Manager and ARMC Facilities. Because of space constraints, 
the laydown area will be restricted. Exact size/area will be determined by the Construction 
Manager and ARMC Facilities at the time of construction . 

3. Project workers will be allowed to access the work area through the stair at the northwest 
corner of the 151 Floor Lobby. Access will be coordinated with ARMC Facilities and Security. 

4 . Workers will be allowed to park in Lot 14, at the north end of the ARMC site . 
5. All workers will be required to provide proof that they have received flu shots within 12 weeks. 
6. All workers will be required to check in each day at the Materials Management office for 

badging. Badges are to be turned back in at the end of the day. 
7. Any and all clouds shown on the plumbing drawings and clouds without Delta Symbol A on the 

mechanical drawings are not related to this Addendum and should be disregarded. 

September 11, 2019 
Page 3 

END OF ADDENDUM NO. 01 

SHA #18242.1 00 

NOT FOR BID



Arrowhead Regional M edical Center 

Oncology-Ambulatory Clinic Savely :: 
Pre-Bid RFis (Addendum 2) 

Wednesday, September 11, 2019 Healthcare Architects 
No. Question I Response 

001.1 

002.1 

002.2 

002.3 

002.4 

002.5 

002.6 

On sheet E123 in the Exam Rooms there are two nurse ca ll devices shown, a staff station The Nurse Call system is a Defered Approval Item per sheet GDOl (see attached) and 

and a duty station. In an acute care hospital, these types of stations are not required in an General Note 21 on EODO and has not yet been designed. All Nurse Call devices shown on 

exam room (2016 CBC. Table 1224.4.6.5). There is no requirement for a duty station and the electrical drawings are for "Information Only" for the purpose of providing accurate 

staff station in a clinic exam room. However, there may be a need for a staff assist button, bids from general contractors. Exact system requirements, locations and number of devices 

which is typically used in clinic exam and procedure rooms. 

Will use of Reptrack system be required for this project? 

Does the facility have a preferred fire alarm vendor? 
Will the faci lity provide secured storage for equipment and materials during the project? 

Sheet GOOl shows clouding of sheets M601, M602, M603, M604 however no changes are 

shown on these sheets? Please advise. 
Sheet Alll DMlS shows removal of ceiling in restrooms 207 & 208. Sheet M122 shows 

these areas as "not in contract". Please confirm these areas are in the scope of work. 

shall be designed under a separate contract by the owners selected vendor. 

No. 

Johnson Controls is the service contractor on the site, but not required. 
No, each contractor will be responsible for their own secure storage. The location of that 

storage will be coordinated with ARMC and Kitchell. 
The names of the clouded sheets were revised as they appear in the list only. No revisions 

were made the actual sheets. 
Keynote DMlS indicates to DEMOLISH EXISTING CEILING AS REQUIRED BY NEW 

MECHANICAL WORK ONLY. Coordinate with scope shown on Mechanical drawings. M122 

should NOT indicate "NOT IN SCOPE" . See revised Mechanical sheets attached. 

Sheet M112 shows new CFSD's crossing corridor 202 into another space not shown on the Corridor M122 is in contract, see attached revised Mechanical sheets and Architectural 

plans. Please provide ndditional information about this area . Additional ly M122 shows th is Demolition Plan . The ducts that cross corridor 202 are open to the existing return air 

area as "not in contract" Please confirm this 
area is in the scope of work. 

plenum. The area above OSHPD spaces are not allowed to convey return air per mechanical 

code. This provides a way to get return air from the rest of the floor back to the main 

return air shaft that stubs out above the suite. 

Section 064100/2 .3.G.13.a, indicates cabinet locks as indicated on drawings. Interior 

003.1 elevations and casework details do not show locks. Please clarify the locations of any 

casework locks. 

Cabinet locks are to be provided per the attached revised interior elevations. 

Section 0641D0/2.3.G.6 & 7, indicate keyboard trays and articulating keyboard supports. Keyboard trays and supports are not part of this contract, and have been removed from 
003 .2 Interior elevations and casework details do not show keyboard trays or supports. Please Specification Section 064100. See revised Specification Section attached. 

clarify locations of keyboard trays and supports. 
Interior elevations A3, E7 & J7 /A204 show wall hung sinks at Patient and Staff Toilet The sinks shown on the Architectural interior elevat ions and referenced in this RFI are to be 

003.3 
Rooms. Elevations 2 & 3/ID6DO & Finish Schedule on ID7DO show solid surface countertop wall hung per the architectural drawings. The Interior Design drawings have been revised, 

with undermount sink at these locations. Please clarity if these sinks are wall or counter see attached revised ID drawings. 

mounted. 
Section 09 00 D0/1.2. indicates solid surface integral sinks, but Plumbing Schedule on POOl Specificat ion Section 090000 is incorrect. The sinks referenced in this RFI shall be Stainless 

003.4 indicates sinks are stain less steel. Please clarify. Steel per Plumbing drawings. See revised Specification Section and Interior Design drawings 

attached. 

004.1 

005.1 

006.1 

007.1 

008.1 

009.1 

Elevation E6/A202 shows plastic laminate lockers per Keynote EL02 and Section 105060, 

but section 090000 Finish Material l egend identifies the lockers as LKR-1 Metal lockers. 

Please clarify. 
Please advise who is responsible for Window Treatment. Specification section 09 DO DO 

calls for Window Trea tment SHD-1 to match building standards, but there are no call outs 

on the drawings. 
I wanted to ask a question regarding the Oncology Infusion Clinic Project for Arrowhead 

Regional Medical Center (Project #10.10.0265) . The bid documents ask for a Class "B" 

General Building Contractor license. Would a Class "C-7" low Voltage Systems Contractor 

license be acceptable? 

The lockers are to be Plastic laminate, Metal lockers have been removed from 

Specification Section 090000. Please use Specification Section 105060 per architectural 

drawings. See revised Specification Sections. 
Window Treatments are to be contractor furnished/contractor installed. See revised 

Interior Design drawings and Specification Sections attached. 

The County is only accepting prici ng for the complete scope of work, which will require a 

Class B license. 

Keynote DM04 on sheet Alll Demolition Plan calls to "Demolish Existing Gypsum Board Existing gypsum board along all perimeter walls is to be demolished. FP06 on sheets A122 

On One Side Only, Protect Framing In Place" along the West, South & East perimeter walls, and A123 has been revised to indicated existing framing with new 5/8" gypsum wall board. 

but keynote FP06 on ' heel A122 Floor Plan - Area A calls for "Existing Gypsum Board 

Furring to Remain, Protect in Place. Please advise if existing gypsum board along the 

perimeter wall is to remain, or to be demolished and replaced with new framing and 

drywall. 
Please advise if the existing roof warranty program is stil l in effect and who is the vendor 

for the existing roof. 
Specifications section 01 65 DO Owner Furnished Products refer to Equipment Drawings & 

an Equipment Schedule, please provide. 

There is no impact or Work to existing roofing. 

Specification section 016500 should not reference "Equipment Drawings, Schedules or 

specifications". All equipment is identified on sheets A122 and A123 and is Owner 

Furnished/Contractor Installed. Specifications revised accordingly. 
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GENERAL NOTES 

1. COI'ITRACTOR SHAll PROVIOE AllOWANCES TO 
RELOCATE THE EXlSTlHC UTlUTlES ~ THE 
CEiliNG Of R£STROONS TO -'CCOUt.IOOo\TE THE 
NEW 'JlWIISFER DUCT SHOWN ON SHEET 1.1121. 

2. CONTRACTOR SHAll DEI.IOUSH EXISTING HEATING 
HOT WATER SUPPLY AND RETURN AS NECESSARY 
TO f.t.ClJTATE THE INSTALLATION OF" THE NEW 
HEATING HOT WATER SUPPlY IHJ R£T\JRN AS 
SHC:JINtol ON SHEETS 1.1122P ANO 1.1123P. 

KEYNOTES 

CD OEI.IOUSH O::JSTJt+G VAV TERI.IINAL. REHEAT CO!l. 
HOT WATER PIPING. J.NO ASSOCIATED DUCTWORK 
AND SUPPORTS. 

{!) OCI.IOUSH O::ISTIHC DtHAUST OUCTS INSOC THE 
I.IECHN«:AA... Sw.FT TO .t.CCOMMOOAT[ TWO 
OffSETS, ONE ON THE nRST flOOR NolO ONE 
ON THE THIRD nooft. 

@ ~ AN~~~ust~~· SUWORTS. 

<!) 0£1.10L.ISH EXISTING EXHAUST OUCTS AND 
ASSOCIATED COMBINA"TICIN FlRE/ SUOKE 
D£TECTOI!S. 

@) OCI.IOUSH EXISmG "T"RANSFIR DUCTS AHO 
ASSOCIATED COWBINATION FlRE/SMOKE 
OCTECTOI!S. 
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GENERAL NOTES 

I. REF'!.R TO DETAIL 1/'oi!K)I fOR CEUNG 
OIFTUSER/CRU£ INSTAllATION O£TAIL.S. 

2. REFER TO DETAIL 4/W501 FOR UNEAR 
OIFTUSER/CRUE INSTAIJ.ATION OETAILS. 

3. REfeR TO D£TAIL 5/W501 FOR GENERAl 
OI..IClVtORK IHSTAUATION DETAILS. 

4. RErrR TO 0£TAIL 6/M501 FOR DUCT HAHCER 
SUPPORT IHSTALI..ATIOH DET.A.ILS. 

5. RUER TO [)(TAIL 1/W502 N-10 1/W502 FOR HOT 
WATER PIPE SUPf"'RT INSTAI..I..AllON OCTAIL 

6. REFER TO DETAIL J/W502 FOR PIPE 
P(N(TRATJONS THROUGH ...c>H-RATEO WALLS. 

7. REfER TO OCTAIL 4/W502 fOR VAV TER1o41NAL 
UNR INSTAllATION. 

8. REfER TO OElAIL 6/M~ fOR ROOT COILING 
PF'ING INSTAllATIONS. 

i . RUER TO DCTAIL 7/N~ fOR VENTURI VAlVE 
INSTALLATION. 

10. REfER TO DETAIL !!1/U!K>2 ...,.,0 2/160J fOR 
R£TURN fAN \N$T.4UATIOH 0£TAILS. 

KEYNOTES 

CD PROVIDE COI.IBJNATION RRE/SWOI<E OAMP£R. 
RErt:R TO DETAIL 4/MSOJ FOR tNSTALI.ATION 
O<T"LS. 

® ~~[~~~:~~~ 
0 PROVIDE DUCTWORK WITH ACOliSTICAl UNINC. 

0 PROVIDE 1-INCH ~ UNDERCUT. 
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GENERAL NOTES 

I. RELOCATE WAll MOUNT STRIP LICHT TO AllOW 
FOR PROPOSED NEW EXHAUST DUCT IHJ 
EXTERIOR LOI.MR. 

2. NEW DCHAUST FAI'I StW..l SUSP[NO rR0W ROOf. 
REFER TO 2/W50J INSTAI..J.ATI()t.l DETAILS. 

3. COHTRACTOR SHAll SCAN THE EXISTING ROOF 
SlAB BEFORE Sf.W C~C TO ENSURE NO 

~ 

KEYNOTES 
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WAIHTAIN RA~ REITR TO 4/W50J FOR 
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SECTION 01 65 00 

OWNER FURNISHED PRODUCTS 

PART 1 -GENERAL 

1.1 

1.2 

A. 

B. 

C. 

A. 

RELATED DOCUMENTS 

Drawings and general provisions of the GMAX Agreement, including Supplementary Conditions 
and Division 1 Specification Sections apply to this Section. 

Med ical Equipment Specifications, Project Manual Volumes 6 through 9. 

Related Sections: 
1. Refer to Section 09 11 00 - Non-Load Bearing Metal Framing 

SUMMARY 

Work Includes: Furnish all labor, materials, equipment, appliances and necessary incidentals 
for the complete installation of all Owner furnished products as shown on the Drawings and as 
specified herein. 

B. This Section describes the requirements for furnishing and installing Owner furnished 
equipment, and providing miscellaneous items and accessories for a complete, functioning 
installation. 

C. This Section describes certain terms and abbreviations utilized in the Contract Documents. 

1.3 PRODUCT HANDLING 

A. Protection : Use necessary means and methods to protect the materials of this Section before, 
during, and after installation . Protect the installed Work and materials of other trades and 
equipment installed by others. 

B. Replacements: In the event of damage, immediately repair all damaged and defective work to 
the approval of the Architect, at no additional cost to the Owner. 

PART 2 - PRODUCTS 

2.1 GENERAL 

A. Refer to th 

1. Verify mounting and utility requirements for accepted equipment items. 

2. Provide mounting and utility rough-ins for equipment items required regardless of 
equipment responsibility . 

a. Rough-in locations, sizes, capacities and similar type shall be as indicated and 
required by produce manufacturers. 

OWNER FURNISHED PRODUCTS 
SECTION 01 65 00 - 1 
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2.2 

b. If the Owner substitutes items similar to those scheduled there shall be no change 
in rough-in cost, unless substitution occurs after rough-in has been completed or 
rough-in involves other mounting requirements, utilities of different capacity than 
those requ ired by item originally specified. 

3. For items designated to be Owner or Vendor Furnished: The Owner or Vendor will furnish 
manufacturer's literature or information, shop drawings, or appropriate information for 
preparing required shop drawings. 

B. Approved manufacturer's printed descriptions, specifications and recommendations shall 
govern the Work, unless specifically indicated otherwise. 

C. Specifications, standards, tests and recommended methods cited in this Section to govern use 
of items of equipment shall also govern item's component parts. 

D. Mechanical and plumbing work shall comply with governing Codes and standards and 
requirements of Division 15 - Mechanical. 

E. Electrical work shall comply with governing Codes and standards and applicable requirements 
of Division 16 - Electrical. 

A. 

B. Responsibility for equipment installation : 

1. Furnished by the Contractor; installed by the Contractor. 

a. General: Refer to equipment items specified in other Sections for additional 
information. 

b. Provide and install backing for all items which weigh 20 pounds or more. Refer to 
Section 09110- Non-Load Bearing Metal Framing and the Drawings. 

2. Furnished by the Owner; installed by the Contractor. 

a. General : The Contractor shall coordinate delivery of Owner furnished equipment. 
The Owner will furnish equipment to coincide with the construction schedule. 

b. The Owner will : 

1) Furnish standard integral parts of equipment. 

2) Del iver items to site. 

c. The Contractor will : 

1) Receive items at site and give written receipt for item at time of delivery, 
noting vis ible defects and omissions; if such declaration is not given, the 
Contractor shall assume responsibility for such defects and omissions. 

2) Store items until ready for installation and protect from loss and damage. 

OWNER FURNISHED PRODUCTS 
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b. Heavy drawers, full extension, 150 lb. capacity: Accuride AC4034 Series. 

c. Shallow drawers, full extension, low profile, 45 lb. capacity: Accuride 2006 
undercounter slides 

d. File drawers, full extension, 150 lb. capacity: Accuride C4034 

4. Retracting door hardware: Accuride Anti-Rak Flipper Door Slides, vertical retracting slide 
with hinge carrier strip and extra hinge; one hinge per foot of door height. 

Television Swivel Mount: Lucasey Model F2030T. 

8. Door and drawer pu lls: Wire rod type, satin chrome plated steel, 4-inch centers, Stanley 
SH4484-26D, or approved equivalent. 

9. Drawer stops: Provide stops to prevent drawer fronts from hitting face of cabinet body. 

10. Sliding door slides: KV2412. 

11 . Sliding door pulls: Grant 428. 

12. File folder supports: As suitable for Pendaflex file folders , chrome plated . 

13. Cabinet drawer/door locks: National C8123 or Corbin 0737, pin tumbler operation , re
keyable and capable of being masterkeyed. Wafer tumbler locks will not be acceptable. 

a. Provide locks at drawers, single doors and on active leaf of paired doors, as 
indicated on the Drawings. 

b. Provide 2 keys for each lock. 

c. Coordinate locks and latches specified below. At pairs of doors, active leaf shall 
have lock and inactive leaf shall have elbow catch. 

d. Keying : Assist Construction Manager and Owner with developing a key schedule 
for drawer locks when shop drawings are reviewed . Coordinate with keying 
requirements specified in Section 08710- Door Hardware. 

e. Keying groups: Interior elevations in the Drawings indicate the following keying 
groups for reference only. Unless otherwise directed by Owner through 
Construction Manager, these groups shall be used: 

14. Elbow catches: lves 2F15. Coordinate locks and latches specified below. At pairs of 
doors, active leaf shall have lock and inactive leaf shall have elbow catch . 

15. Magnetic catches: Provide magnetic catches at all doors with locks and all doors without 
elbow catches, EPCO 1001 or equivalent. 

ARCHITECTURAL WOOD CASEWORK 
06 41 00-6 
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SECTION 09 00 00 
FINISH MATERIAL LEGEND 

(Partial List) 

Section includes: Finish material/colors legend 

MANUFACTURED CASEWORK 

Plastic Laminate Faced Casework (SECTION 06 41 00 - ARCHITECTURAL WOOD 
CABINETS) 
LAM-1 Manufacturer: 

Contact: 
Pattern: 
Color: 
Finish: 
Location: 
Note: 

LAM-2 Manufacturer: 
Contact: 
Pattern: 
Color: 
Finish: 
Location: 
Note: 

LAM-3 Manufacturer: 
Contact: 
Pattern : 
Color: 
Finish: 
Location: 
Note: 

Wilsonart/EB Bradley 
Eileen Capelle (323) 559-3070 
Brazilwood 
7946-38 
Fine Velvet Finish 
Reception , Nurse Station casework, Door Stain 
Provide fire-rated substrate and adhesive to 
maintain or obtain Class A fire rating where 
required by Code. Provide radius-exposed outside 
edges at countertop. 

Wilsonart/EB Bradley 
Eileen Capelle (323) 559-3070 
Beigewood 
7850-60 
Matte 
Reception , Nurse Station casework, Door Stain 
Provide fire-rated substrate and adhesive to 
maintain or obtain Class A fire rating where 
required by Code. Provide radius-exposed outside 
edges at countertop . 

Formica 
Linda Beran (562) 714-6061 
464-58 
Gray Stone 
Matte 
Toilet Room Plumbing Apron 
Provide fire-rated substrate and adhesive to 
maintain or obtain Class A fire rating where 
required by Code. Provide radius-exposed outside 
edges at countertop. 

B. Sol id Surface Material (SECTION 06 60 00 -PLASTIC FABRICATIONS) 
SSM-1 Manufacturer: Hi Macs 

Contact: Mitch Sebolsky (31 0) 910-5179 
Pattern: T001 Venus 
Color: Pause 

I . 

Size: 

FINISH MATERIAL LEGEND 
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Style : 
Size: 
Lamping: 
Location: 
Note: 

FIX-5 Manufacturer: 
Contact: 
Style : 
Finish: 
Size: 
Lamping: 
Location: 
Note: 

FIX-6 Manufacturer: 
Contact: 
Style: 
Finish: 
Size: 
Lamping: 
Location: 
Note: 

FIX-7 Manufacturer: 
Contact: 
Style: 
Finish: 
Trim: 

B. Window Treatment 
SHD-1 Manufacturer: 

Contact: 
Pattern: 
Color: 
Location: 
Note: 

C. 
Manufacturer: 
Contact: 
Pattern : 
Size: 
Location: 
Note: 

FINISH MATERIAL LEGEND 
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HH6-LED Architectural Downlight 
6"Diam. 
LED 
Toilet Room 
UL Listed 

Philips Day-Brite 
(866) 502-5526 
Alkco - Little lncti HP100/200 Series 
Matte White 
5"W x 1.125"H x Length varies per casework condition 
Per Electrical Engineer 
Under-Cabinet Task Light 
UL Listed , to be pigtailed with individual and override 
control . 

Bruck 
Performance Lighting Systems (800) 382-3055 
Ciro 
119 White Diffuser with Matte Chrome Trim 
8.75" X 3.625" 
LED 
Nurse Station 
UL Listed. 
Mounting height 6' 6" A.F.F. (bottom of Fixture) 

Focal Point 
Michael Shearer (949) 294-6983 
Seem 4 Recessed 
White with Acrylic Lens 
Trimless Flange at MC-1 
Trim Flange at 9/16" Grid Ceiling 
LED, 3500K 
4"W 

Mecho Shade I Architype 
Pamela Adams (213) 631-5001 
Thermoveil Reversible Series 3000, 3200, 3300 
3011 Parchment 1-2% 
Exterior Windows 
Continuous Clutch system; (1) Shade per window. 
module; ' 
Inside mounting bracket inside window mullion. 

ASI or Equal 
(914) 476-9000 
Frameless Rectangular Mirror with 1" Beveled Edge 
0.25" Polished Plate Glass 
Toilet Room 
Meets ASTM C 1036-91 NOT FOR BID
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E. Privacy Curtain (SECTION 10 21 23 CUBICLE CURTAINS AND TRACK) 
CUB-1 Manufacturer: Architex 

GENERAL NOTES: 

Contact: (800) 621 -0827 
Pattern : RX 1 006 
Color: Equilibrium 
Size : 72"W 
Repeat: 29.5"V, 9.25"H 
Content: 100% Trevira CS 
Mesh: Arc Com, Super Mesh, Color: Natural Beige 
Location: Infusion Bays 
Note: Note: ' 18" Integral Mesh and Grommets 6" O.C. Must comply 

with Fire Marshall requirements. 
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